The solar absorption-subcooled compression hybrid cooling system (SASCHCS) is potentially an economical solution for high-rise buildings. The hybrid system is subjected to off-design operation frequently, owing to the changes in solar irradiance and cooling demand. However, a large amount of iterations and difficult convergence are encountered in the traditional off-design modeling. Hence, our present study contributes to the development of an off-design model that is exact and can be solved conveniently. A novel modeling method based on the combination of an absorption subsystem described by the characteristic equation and a compression subsystem modeled by the lumped parameter method is proposed. A prototype and corresponding experimental system are developed to verify the model. A good agreement between the theoretical result and test data is displayed. The maximum deviation is less than 4%. Subsequently, the performance of the facility for different operating conditions is simulated and analyzed. We found that the subcooling power relies significantly on the compressor speed, i.e., a reduction by 58.6% when the compressor speed reduces by 80%. In addition, a high temperature and low flow rate of cooling water in the compression subsystem is adverse to the performance of the hybrid system. Our study can serve as the foundation for the operational analysis of the solar absorption-subcooled compression hybrid cooling system as well as promote its development.
Introduction
Recently, building energy consumption of modern cities has increased remarkably, owing to the economic development and improvement of living standards, e.g., the energy consumption of a residential building is up to 25.2% of the total energy consumption in Hong Kong [1] . In a modern city, the energy consumed in high-rise buildings increases significantly because the number of high-rise buildings increases rapidly owing to the increasing urban population and land price [2] . Because approximately 50% of building energy consumption is caused by air conditioning [3] , it is essential to reduce the consumption of refrigeration systems used in high-rise buildings for the sustainable development of a modern city. Solar cooling technology is considered a promising method to decrease the consumption of air conditioning, owing to the coincident trends of solar irradiance and cooling demand. In addition, the hybrid system with some simplifications, in which the absorption subsystem is hypothesized to be a subcooler with fixed subcooling power, and the entire system is equivalent to a vapor compression chiller with a subcooler. It was demonstrated that the solving time reduces significantly and the model converged easily in the overall conditions. We found that the abovementioned methodology is effective for off-design modeling of the SASCHCS. Therefore, we attempted to build the off-design model of the hybrid system in the previous foundation. The system is described by coupling the characteristic equation of the absorption subsystem and the lumped parameter model of the compression subsystem. Subsequently, a prototype and its corresponding experimental system are developed to verify the model. Moreover, the thermodynamic performance for different conditions is simulated and analyzed in detail. The novelty of our present study is the development of an exact and easily solved off-design model for the SASCHCS. It is mentioned that the off-design model is not dynamic but quasi-static because the model is mainly employed to analyze the performance for different conditions instead of variation processes. This study can serve as a foundation for the operation analysis of the SASCHCS as well as promote its development.
Prototype of SASCHCS
The prototype of the SASCHCS is developed to verify the model. The corresponding prototype and its schematics are exhibited in Figures 1 and 2 , respectively. The prototype consists of the collector, storage tank, absorption subsystem, compression subsystem, cooling tower, fan coil, water pump, tube, and valve. The condition of the prototype is listed in Table 1 . It should be noticed that the UA for different heat exchangers is obtained by the regression of operational data. REVIEW 3 of 19 and the entire system is equivalent to a vapor compression chiller with a subcooler. It was demonstrated that the solving time reduces significantly and the model converged easily in the overall conditions. We found that the abovementioned methodology is effective for off-design modeling of the SASCHCS. Therefore, we attempted to build the off-design model of the hybrid system in the previous foundation. The system is described by coupling the characteristic equation of the absorption subsystem and the lumped parameter model of the compression subsystem. Subsequently, a prototype and its corresponding experimental system are developed to verify the model. Moreover, the thermodynamic performance for different conditions is simulated and analyzed in detail. The novelty of our present study is the development of an exact and easily solved off-design model for the SASCHCS. It is mentioned that the off-design model is not dynamic but quasi-static because the model is mainly employed to analyze the performance for different conditions instead of variation processes. This study can serve as a foundation for the operation analysis of the SASCHCS as well as promote its development.
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Prototype of SASCHCS
The prototype of the SASCHCS is developed to verify the model. The corresponding prototype and its schematics are exhibited in Figures 1 and 2 , respectively. The prototype consists of the collector, storage tank, absorption subsystem, compression subsystem, cooling tower, fan coil, water pump, tube, and valve. The condition of the prototype is listed in Table 1 . It should be noticed that the UA for different heat exchangers is obtained by the regression of operational data.
The collector, produced by Shandong Linuo-Paradigma Co. Ltd. (Shandong, China), is the compound parabolic collector (CPC). The total aperture area of the CPC array is 27 m 2 . The operating fluid of the CPC is water. The volume of the storage tank is 0.2 m 3 . The collector, produced by Shandong Linuo-Paradigma Co. Ltd. (Shandong, China), is the compound parabolic collector (CPC). The total aperture area of the CPC array is 27 m 2 . The operating fluid of the CPC is water. The volume of the storage tank is 0.2 m 3 .
The absorption subsystem, a LiBr/H 2 O single effect absorption chiller, is developed by the cooperation of our team and the Guangzhou Institute of Energy Research. It is driven by solar energy exclusively and the size is based on the scale of the collector. The generator, condenser, evaporator, and absorber are the horizontal falling film of the heat exchanger. Further, its solution-heat exchanger is the plate-heat exchanger. The cooling capacity of the absorption subsystem is employed as the subcooling power in the compression subsystem.
The compression subsystem is produced by Jiangsu CSE & CAFULL Air Conditioning Co. Ltd. (Jiangsu, China) Its refrigerant is R410A. The evaporator, condenser and subcooler of the compression subsystem are the plate heat exchanger as well. The compressor is the direct-current (DC) frequency conversion scroll compressor. The rated cooling capacity of the compression subsystem is 34 kW and the compressor speed is 4200 rpm. However, the experimental flow rate of the chilled water is insufficient to match with the rated output. Therefore, the maximum compressor speed is controlled at 1800 rpm in the experiment to avoid an excessively low evaporator temperature and the consequent frosting of the evaporator. Additionally, the cooling capacity of the hybrid system is delivered to the room by the fan coil. A cooling tower is used to cool the absorber and tow condensers in parallel.
The flow rates of all the external fluids in the prototype were tested by the turbine flowmeter. Additionally, the inlet/outlet temperature of the internal/external fluid was measured by the thermocouple attached in the wall of the copper tube (wrapped by the thermal insulation material). The detailed information of the test equipment is demonstrated in Table 2 . In particular, the discharge temperature of the compressor was tested by the compression subsystem itself and is shown in the data display screen. Table 2 . Specification of test equipment.
Test Equipment Accuracy
Turbine flowmeter 0.5% of the reading T-type Thermocouple 2.5% of the reading
Off-Design Model of SASCHCS
The off-design model of the SASCHCS was established based on the following assumptions: (1) steady state; (2) the operating fluids at both the exit of the condenser and the evaporator in the compression subsystem are saturated; (3) the pressure loss of the pipeline and heat exchanger is neglected; and (4) the heat transfer of the system and the surroundings are not considered.
Modeling of Absorption Subsystem
The characteristic equation, a convenient method for the off-design simulation of the absorption chiller, was employed in the modeling of the absorption subsystem. In the characteristic equation method, the absorption chiller was treated as a black box, and the heat load of the component was calculated by the temperature as well as the flow rate of the external fluid [21, 24] .
The heat load of the generator, condenser, evaporator and absorber are described as follows:
Q he,as = (U A) he,as z he,as T he,as,e f ,avg − T he,as,i f ,avg (1) Here, the absolute guarantees that the temperature difference is positive. In addition, the heat loads of the generator, condenser and absorber can be expressed as a function of cooling capacity in the absorption subsystem:
Q c,as = CQ e,as
Q a,as = AQ e,as + Q loss,as
Here, the variables A, C and G are thought to be constant, and can be obtained by the operational data of the absorption chiller [21] . We found that A, C and G equal 1.1, 1.078, and 1.178, respectively, by the regression of the prototype's experimental data. The cooling output of the absorption subsystem is expressed as follows:
Q e,as = s∆∆T as − αQ loss,as = s(∆∆T as − ∆∆T as,min ) The parameter ∆∆T as can be calculated by the temperature of the external fluid:
∆∆T as = T g,as,e f ,avg − T a,as,e f ,avg − B T c,as,e f ,avg − T e,as,e f ,avg (6) Here, the variable B is 1.15 for the LiBr/H 2 O solution.
The parameter ∆∆T as,min relies on ∆∆T as [24] :
∆∆T as,min = 1.9 + 0.01∆∆T as
The variable s and α depend on the size of the heat exchanger: 
The coefficient of performance (COP) of the absorption subsystem is COP as = Q e,as /Q g (10)
Modeling of Compression Subsystem
The compression subsystem is described by the lumped parameter method. Its condenser and evaporator are modeled by mass and energy conservations: 
The energy balance in the subcooler is controlled as follows:
Here, the subcooling power equals the cooling capacity of the absorption subsystem and is controlled by the absorption subsystem model. The flow rate of the refrigerant in the compression subsystem is as follows:
The expression of the compressor work is derived as follows:
The dependence of volumetric efficiency and isentropic efficiency on the compressor speed is considered using the following formula [25] : In terms of the definition, the COP of the compression subsystem is evaluated:
It should be noticed that the above-mentioned COP is also the COP of the hybrid system in respect that the subcooling power produced by the absorption chiller is considered.
Model Validation
The off-design model of the SASCHCS is solved by the FORTRAN program. The solving process is exhibited in Figure 3 . As shown, the introduction of a characteristic equation simplifies the iteration significantly, i.e., the calculation of the absorption subsystem depends only on the iteration, instead of the four heat exchangers (generator, condenser, evaporator, and absorber). Accordingly, the solving time reduces to approximately 20 s and the model is converged for a wide range of operational conditions. The thermodynamic properties of water and R410A are calculated by the software Refprop9 [26] . The convergence is thought to be reached when the deviation is less than 0.01.
The off-design model of the SASCHCS is verified by the experimental data of the prototype. In general, the validation consists of three sections: (1) characteristic equation of absorption; (2) model of compression subsystem based on the lumped parameter method; and (3) modeling of the hybrid system by coupling the models of both subsystems. Because the model of the compression subsystem has been verified in our study previously [23] , two experiments were performed to verify the absorption subsystem and hybrid system models. The first experiment is performed to control the hot water temperature by adjusting the water flow rate of the collector to change the cooling capacity of the absorption subsystem. The second experiment is performed in the steady condition to measure the heat load. It is noteworthy that the off-design experiment of the SASCHCS cannot be performed because the inverter of the water pump in the compression subsystem has not been installed.
The deviation between the simulation result and operational data with respect to the absorption subsystem is shown in Figure 4 . The flow rate of hot water, cooling water and chilled water of the absorption subsystem during the experiment is the same as the design condition exhibited in Table 1 . The inlet temperature of the hot water changes from 50 • C to 70 • C. The inlet temperature of the cooling water ranges from 30 • C to 32 • C. In addition, the temperature of the chilled water depends primarily on the cooling capacity of the absorption subsystem. The greater the cooling output, the lower the temperature of the chilled water becomes. The corresponding inlet temperature of the chilled water is approximately 16 • C to 30 • C. Each data of the experiment was measured in the steady condition. A good agreement was obtained. Most of the deviations are less than 10%.
The validation regarding the off-design model of the hybrid system is demonstrated in Table 3 . The inlet temperature of the hot water is 56 • C. For the compression subsystem, its inlet temperatures for the cooling water and chilled water are 28 • C and 12.8 • C, respectively. The superheating temperature is 6.8 • C. The flow rate of the chilled water is 1.06 kg/s. The other parameters are identical to the conditions listed in Table 1 . As shown, the deviation between the simulation result and experimental data is small. The maximum relative error is lower than 4%. The off-design model of the SASCHCS is verified by the experimental data of the prototype. In general, the validation consists of three sections: (1) characteristic equation of absorption; (2) model of compression subsystem based on the lumped parameter method; and (3) modeling of the hybrid 1. The inlet temperature of the hot water changes from 50 °C to 70 °C. The inlet temperature of the cooling water ranges from 30 °C to 32 °C. In addition, the temperature of the chilled water depends primarily on the cooling capacity of the absorption subsystem. The greater the cooling output, the lower the temperature of the chilled water becomes. The corresponding inlet temperature of the chilled water is approximately 16 °C to 30 °C. Each data of the experiment was measured in the steady condition. A good agreement was obtained. Most of the deviations are less than 10%. The validation regarding the off-design model of the hybrid system is demonstrated in Table 3 . The inlet temperature of the hot water is 56 °C. For the compression subsystem, its inlet temperatures for the cooling water and chilled water are 28 °C and 12.8 °C, respectively. The superheating temperature is 6.8 °C. The flow rate of the chilled water is 1.06 kg/s. The other parameters are identical to the conditions listed in Table 1 . As shown, the deviation between the simulation result and experimental data is small. The maximum relative error is lower than 4%. 
Results and Discussion
In this section, the thermodynamic performance of the prototype in the base condition and that in the off-design is analyzed. The simulation condition (includes the nominal flow rate of the external fluid and compressor speed) is identical to that listed in Table 1 .
Performance in Base Condition
The state property of each point in the design condition is listed in Table 4 . As shown, the absorption subsystem provides high-temperature cooling, in which its inlet and outlet temperatures of chilled water are 18.8 • C and 16.75 • C, respectively. We found that this high-temperature cooling capacity can be converted into a low-temperature cooling capacity by the subcooling; therefore, it can be employed to fulfill the requirement of the building's cooling. Additionally, low-grade solar energy is utilized adequately owing to the improvement in the evaporator temperature in the absorption subsystem. The absorption subsystem operates efficiently when the inlet temperature of the hot water is only 70 • C. It is noteworthy that the chilled water temperature of the absorption subsystem in the prototype is less than that in our previous investigation [8] . This is attributed to the evaporator of the absorption subsystem and subcooler not being integrated in the prototype, thus leading to the additional exergy destruction in the subcooler. Nevertheless, the separated evaporator of the absorption subsystem and subcooler is convenient for the modularization of the absorption subsystem and compression subsystem, as well as for the development of the SASCHCS.
The performance of the system in the design condition is demonstrated in Figure 5 . The heat loads of the generator, condenser and absorber in the absorption subsystem, subcooler, condenser, evaporator, and compressor of the compression subsystem are 4.16 kW, 2.71 kW, 3.96 kW, 2.52 kW, 16.89 kW, 16.21 kW, and 3.12 kW, respectively. As shown, the ratio of cooling in the absorption subsystem to that in the hybrid system is 0.155. This low value is attributed to the excessively high cooling capacity of the absorption chiller that not only lowers its performance but also frosts the subcooler [15] . Furthermore, it is found that the corresponding COP of the absorption and compression subsystem is 0.605 and 5.225, respectively. Figure 5 . Performance of hybrid system in the design condition.
Off-Design Performance
The heat load and COP for different inlet temperatures of the hot water are exhibited in Figure  6 . It is seen that the heat load of the generator and the cooling capacity of the absorption subsystem grow with the enhancement of the hot water temperature, owing to the rise of the generator temperature. Because the cooling output of the absorption subsystem serves as the subcooling power in the compression subsystem, the performance of the hybrid system also becomes better with the increase of inlet temperature in the hot water. The heat load of the generator and the cooling output of the absorption subsystem and hybrid system rises by 77.15%, 97.63% and 10.07%, respectively, when the inlet temperature of the hot water enhances by 35 °C. Meanwhile, the COP of the absorption and hybrid subsystem increases by 11.55% and 9.01%, respectively. Moreover, the heat load of the condenser in the compression subsystem and compressor work is insensitive to the change of the hot water temperature, which is similar to the trend of our previous study [23] . COP of hybrid system COP of absorption subsystem COP Figure 5 . Performance of hybrid system in the design condition.
The heat load and COP for different inlet temperatures of the hot water are exhibited in Figure 6 . It is seen that the heat load of the generator and the cooling capacity of the absorption subsystem grow with the enhancement of the hot water temperature, owing to the rise of the generator temperature. Because the cooling output of the absorption subsystem serves as the subcooling power in the compression subsystem, the performance of the hybrid system also becomes better with the increase of inlet temperature in the hot water. The heat load of the generator and the cooling output of the absorption subsystem and hybrid system rises by 77.15%, 97.63% and 10.07%, respectively, when the inlet temperature of the hot water enhances by 35 • C. Meanwhile, the COP of the absorption and hybrid subsystem increases by 11.55% and 9.01%, respectively. Moreover, the heat load of the condenser in the compression subsystem and compressor work is insensitive to the change of the hot water temperature, which is similar to the trend of our previous study [23] .
The heat load and COP for different inlet temperatures of the cooling water are shown in Figure 7 . It is noteworthy that the cooling water of the absorber and two condensers are from the same cooling tower. Hence, the variation of cooling water temperature influences the above-mentioned three components and results in two opposite behaviors regarding the absorption subsystem. The improvement of the cooling water temperature in the condenser of the compression subsystem increases the chilled water temperature of the absorption subsystem, i.e., the inlet/outlet temperature of circulation water in the subcooler goes up from 9.48 • C/7.19 • C to 18.8 • C/16.75 • C when the inlet temperature of the cooling water rises from 26 • C to 32 • C, increasing the cooling capacity and COP of the absorption subsystem. However, the absorber temperature and condenser temperature in the absorption chiller enhances as well and leads to the deterioration of performance. It is seen that the performance of the absorption subsystem deteriorates with the rise of the cooling water temperature because the neglect influence is stronger. In addition, the compressor work goes up and the condenser heat load, cooling capacity, as well as the COP of the compression subsystem reduces with the rise of the cooling water temperature, as expected. The heat load of the generator, evaporator in the absorption subsystem, and the condenser and evaporator in the compression subsystem falls by 17.71%, 21.02%, 2.61% and 11.93%, respectively, and the work of the compressor grows by 38.65% when the inlet temperature of the cooling water rises by 12 • C. Simultaneously, the COP of the absorption and hybrid system drops by 4.02% and 36.48%, respectively. 
The heat load and COP for different inlet temperatures of the hot water are exhibited in Figure  6 . It is seen that the heat load of the generator and the cooling capacity of the absorption subsystem grow with the enhancement of the hot water temperature, owing to the rise of the generator temperature. Because the cooling output of the absorption subsystem serves as the subcooling power in the compression subsystem, the performance of the hybrid system also becomes better with the increase of inlet temperature in the hot water. The heat load of the generator and the cooling output of the absorption subsystem and hybrid system rises by 77.15%, 97.63% and 10.07%, respectively, when the inlet temperature of the hot water enhances by 35 °C. Meanwhile, the COP of the absorption and hybrid subsystem increases by 11.55% and 9.01%, respectively. Moreover, the heat load of the condenser in the compression subsystem and compressor work is insensitive to the change of the hot water temperature, which is similar to the trend of our previous study [23] . The heat load and COP for different inlet temperatures of the cooling water are shown in Figure  7 . It is noteworthy that the cooling water of the absorber and two condensers are from the same gen-as con-as eva-as abs-as com-cs con-cs eva-cs cooling tower. Hence, the variation of cooling water temperature influences the above-mentioned three components and results in two opposite behaviors regarding the absorption subsystem. The improvement of the cooling water temperature in the condenser of the compression subsystem increases the chilled water temperature of the absorption subsystem, i.e., the inlet/outlet temperature of circulation water in the subcooler goes up from 9.48 °C/7.19 °C to 18.8 °C/16.75 °C when the inlet temperature of the cooling water rises from 26 °C to 32 °C, increasing the cooling capacity and COP of the absorption subsystem. However, the absorber temperature and condenser temperature in the absorption chiller enhances as well and leads to the deterioration of performance. It is seen that the performance of the absorption subsystem deteriorates with the rise of the cooling water temperature because the neglect influence is stronger. In addition, the compressor work goes up and the condenser heat load, cooling capacity, as well as the COP of the compression subsystem reduces with the rise of the cooling water temperature, as expected. The heat load of the generator, evaporator in the absorption subsystem, and the condenser and evaporator in the compression subsystem falls by 17.71%, 21.02%, 2.61% and 11.93%, respectively, and the work of the compressor grows by 38.65% when the inlet temperature of the cooling water rises by 12 °C. Simultaneously, the COP of the absorption and hybrid system drops by 4.02% and 36.48%, respectively. The heat load and COP for the different inlet temperatures of the chilled water are shown in Figure 8 . The increase in the inlet temperature in the chilled water increases the suction density of the compressor such that the flow rate of the refrigerant in the compression subsystem increases. It can be inferred that the subcooling of the compression subsystem decreases in this condition. In addition, the condenser temperature increases with the increasing chilled water temperature [27] . Therefore, the abovementioned effect increases the R410A temperature in the subcooler and the consequent The heat load and COP for the different inlet temperatures of the chilled water are shown in Figure 8 . The increase in the inlet temperature in the chilled water increases the suction density of the compressor such that the flow rate of the refrigerant in the compression subsystem increases. It can be inferred that the subcooling of the compression subsystem decreases in this condition. In addition, the condenser temperature increases with the increasing chilled water temperature [27] . Therefore, the abovementioned effect increases the R410A temperature in the subcooler and the consequent improvement in the circulation water temperature of the subcooler. However, this increase of chilled water in the absorption subsystem is not notable, i.e., the inlet/outlet temperature of chilled water in the absorption subsystem enhances from 18.12 • C/16.14 • C to 19.44 • C/17.31 • C as the inlet temperature of the chilled water rises from 9 • C to 15 • C. Consequently, the heat load of the generator, cooling output and COP of the absorption subsystem just goes up by 6.33%, 7.72% and 1.31%, respectively, when the inlet temperature of the chilled water rises by 6 • C. Besides, the performance of the hybrid system benefits from the rise of the chilled water temperature. The heat load of the condenser in the compression subsystem, cooling capacity and COP of the hybrid system increases by 13.94%, 15.23% and 12.1%, respectively. For the compressor, the dependence of its consumption on the chilled water temperature is weak, owing to the decrease of the pressure ratio. The heat load and COP for different flow rates of hot water are shown in Figure 9 . The decline of flow rate in the hot water decreases the generator temperature and the performance of the absorption subsystem. The heat load of the generator, cooling capacity and COP of the absorption subsystem comes down by 10.87%, 13.11% and 2.52%, respectively when the flow rate of hot water reduces by 80%. It can be inferred that the effect of the flow rate in the hot water on the performance of the compression subsystem is weak due to the slight variation of the subcooling power. The cooling capacity and COP of the hybrid system goes down by 1.55% and 1.89%, respectively. Especially, the change of condenser heat load in the compression subsystem and the work of the compressor can be ignored. The heat load and COP for different flow rates of hot water are shown in Figure 9 . The decline of flow rate in the hot water decreases the generator temperature and the performance of the absorption subsystem. The heat load of the generator, cooling capacity and COP of the absorption subsystem comes down by 10.87%, 13.11% and 2.52%, respectively when the flow rate of hot water reduces by 80%. It can be inferred that the effect of the flow rate in the hot water on the performance of the compression subsystem is weak due to the slight variation of the subcooling power. The cooling capacity and COP of the hybrid system goes down by 1.55% and 1.89%, respectively. Especially, the change of condenser heat load in the compression subsystem and the work of the compressor can be ignored. The heat load and COP for different flow rates of cooling water in the compression subsystem are displayed in Figure 10 . As shown, the condenser temperature increases and the evaporator temperature maintains nearly constant with the decrease in the flow rate in the cooling water for the vapor compression chiller [27] . The improvement of the condenser temperature in the compression The heat load and COP for different flow rates of cooling water in the compression subsystem are displayed in Figure 10 . As shown, the condenser temperature increases and the evaporator temperature maintains nearly constant with the decrease in the flow rate in the cooling water for the vapor compression chiller [27] . The improvement of the condenser temperature in the compression subsystem increases the temperature of the circulating water in the subcooler, resulting in the performance improvement of the absorption subsystem. However, the above-mentioned advantage is offset by the high condenser temperature of the compression subsystem, and leads to the poor performance of the hybrid system. The heat load of the generator, cooling capacity and COP of the absorption subsystem increases by 35.13%, 42.47% and 5.43%, respectively, as the flow rate of the cooling water in the compression subsystem goes down by 80%. However, simultaneously, the heat load of the condenser in the compression subsystem, cooling out and COP of the hybrid system comes down by 5.81%, 6.74% and 32.44%, respectively, and the compressor work rises by 38.04%. subsystem increases the temperature of the circulating water in the subcooler, resulting in the performance improvement of the absorption subsystem. However, the above-mentioned advantage is offset by the high condenser temperature of the compression subsystem, and leads to the poor performance of the hybrid system. The heat load of the generator, cooling capacity and COP of the absorption subsystem increases by 35.13%, 42.47% and 5.43%, respectively, as the flow rate of the cooling water in the compression subsystem goes down by 80%. However, simultaneously, the heat load of the condenser in the compression subsystem, cooling out and COP of the hybrid system comes down by 5.81%, 6.74% and 32.44%, respectively, and the compressor work rises by 38.04%. The heat load and COP for different flow rates of chilled water are shown in Figure 11 . As shown, the evaporator and condenser temperatures decrease with the decrease in flow rate in the chilled water for the vapor compression chiller [27] . Therefore, it can be inferred that the performances of the absorption and compression subsystems deteriorate when the flow rate of the chilled water decreases. The heat load of the generator, cooling capacity and COP of the absorption subsystem lowers by 14.28%, 17.24% and 3.45%, respectively, when the flow rate of chilled water comes down The heat load and COP for different flow rates of chilled water are shown in Figure 11 . As shown, the evaporator and condenser temperatures decrease with the decrease in flow rate in the chilled water for the vapor compression chiller [27] . Therefore, it can be inferred that the performances of the absorption and compression subsystems deteriorate when the flow rate of the chilled water decreases. The heat load of the generator, cooling capacity and COP of the absorption subsystem lowers by 14.28%, 17.24% and 3.45%, respectively, when the flow rate of chilled water comes down by 80%. In addition, the heat load of the condenser in the compression subsystem, compressor work, cooling out and COP of the hybrid system falls by 25.62%, 3.56%, 28.55% and 25.91%, respectively. The insignificant variation of the compressor work is attributed to the relatively smaller change of the pressure ratio caused by the simultaneous decline of the evaporator and condenser pressure. The off-design performance with the flow rate of circulation water in the subcooler is shown in Figure 12 . The inlet and outlet temperature of the circulating water is strongly coupled with the corresponding flow rate. The less the flow rate is, the higher the temperature of the circulating water becomes. In addition, the multiplication of temperature difference and flow rate in the circulation water is nearly constant, i.e., the temperature difference goes up from 2.15 °C from 5.2 °C as the flow rate goes down by 40%. This trend means that the flow rate of the circulating water in the subcooler has a tiny effect on the performance of the absorption subsystem. Hence, the heat load of the component and COP in the hybrid system is thought to be independent of it as well. The off-design performance with the flow rate of circulation water in the subcooler is shown in Figure 12 . The inlet and outlet temperature of the circulating water is strongly coupled with the corresponding flow rate. The less the flow rate is, the higher the temperature of the circulating water becomes. In addition, the multiplication of temperature difference and flow rate in the circulation water is nearly constant, i.e., the temperature difference goes up from 2.15 • C from 5.2 • C as the flow rate goes down by 40%. This trend means that the flow rate of the circulating water in the subcooler has a tiny effect on the performance of the absorption subsystem. Hence, the heat load of the component and COP in the hybrid system is thought to be independent of it as well.
The heat load and COP for different compressor speeds are exhibited in Figure 13 . For the compression subsystem, because the heat load and cooling output decrease with the decrease in the compressor speed, the condenser temperature decreases and the evaporator temperature increases. Accordingly, this change is adverse to the operation of the absorption subsystem but favorable for the performance of the compression subsystem. The heat load of the generator, cooling capacity and COP of the absorption subsystem goes down by 48.52%, 58.6% and 19.58%, respectively, when the speed of the compressor lowers by 80%. In addition, the heat load of the condenser in the compression subsystem, the work of the compressor and the cooling output of hybrid system drops by 78.46%, 82.04% and 74.7%, respectively. The COP of the hybrid system goes up by 40.8%. corresponding flow rate. The less the flow rate is, the higher the temperature of the circulating water becomes. In addition, the multiplication of temperature difference and flow rate in the circulation water is nearly constant, i.e., the temperature difference goes up from 2.15 °C from 5.2 °C as the flow rate goes down by 40%. This trend means that the flow rate of the circulating water in the subcooler has a tiny effect on the performance of the absorption subsystem. Hence, the heat load of the component and COP in the hybrid system is thought to be independent of it as well. The heat load and COP for different compressor speeds are exhibited in Figure 13 . For the compression subsystem, because the heat load and cooling output decrease with the decrease in the compressor speed, the condenser temperature decreases and the evaporator temperature increases. Accordingly, this change is adverse to the operation of the absorption subsystem but favorable for the performance of the compression subsystem. The heat load of the generator, cooling capacity and COP of the absorption subsystem goes down by 48.52%, 58.6% and 19.58%, respectively, when the speed of the compressor lowers by 80%. In addition, the heat load of the condenser in the compression subsystem, the work of the compressor and the cooling output of hybrid system drops by 78.46%, 82.04% and 74.7%, respectively. The COP of the hybrid system goes up by 40.8%. 
Conclusions
The off-design model of the SASCHCS that is exact and can be solved easily was built. It was based on the combination of the characteristic equation in the absorption subsystem and the lumped parameter model of the compression subsystem. The outstanding advantage of this model is the reduced solving time and reliable convergence as the operating condition deviates from the design condition significantly. A prototype and the corresponding experiment system were developed to verify the model. The maximum deviation of the theoretical result and experimental data was lower than 4%.
The off-design model of the hybrid system was employed to examine the performance in the variable conditions. The COP of the absorption subsystem goes up by 11.55%, 1.31% and 5.43% when the inlet temperatures of hot water and chilled water rise by 35 °C and 6 °C and the flow rate of cooling water in the compression subsystem falls by 80%, respectively. Besides, it is found that the COP of the absorption subsystem comes down by 4.02%, 2.52%, 3.45% and 19.58% as the cooling water temperature rises by 12 °C and the hot water flow rate, chilled water flow rate and compressor speed drop by 80%, respectively. For the compression subsystem, its COP enhances by 9.01%, 12.1% and 40.8% when the inlet temperatures of the hot water and chilled water increases by 35 °C and 6 °C and the compressor speed goes down by 80%, respectively. In addition, the COP of the compression subsystem decreases by 36.48%, 1.89%, 32.44% and 25.91% as the cooling water temperature rises by 12 °C and the flow rates of hot water, cooling water in the compression subsystem and chilled water come down by 80%, respectively. Particularly, the COP of the absorption and compression subsystems is independent of the flow rate of the circulation water in the subcooler. 
The off-design model of the hybrid system was employed to examine the performance in the variable conditions. The COP of the absorption subsystem goes up by 11.55%, 1.31% and 5.43% when the inlet temperatures of hot water and chilled water rise by 35 • C and 6 • C and the flow rate of cooling water in the compression subsystem falls by 80%, respectively. Besides, it is found that the COP of the absorption subsystem comes down by 4.02%, 2.52%, 3.45% and 19.58% as the cooling water temperature rises by 12 • C and the hot water flow rate, chilled water flow rate and compressor speed drop by 80%, respectively. For the compression subsystem, its COP enhances by 9.01%, 12.1% and 40.8% when the inlet temperatures of the hot water and chilled water increases by 35 • C and 6 • C and the compressor speed goes down by 80%, respectively. In addition, the COP of the compression
